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Mr. Jbhn Gr t ^
State of Washington
Department of Ecology
Nuclear & Mixed Waste Program
P. O. Box 47600
Olympia, WA 98504-7600

FLUOR DANIEL, INC.

Date: June 2, 1994

Reference; Hanford Waste Vitrification Plant
DOE Contract DE-AC06-86RL10838
Fluor Contract 8457

^

Transmittal No.: WDOE-928

Dear Mr. Grantham:

TRANSMITTAL

We enclosed 2 copy of the items listed below. These are issued per US-DOE request.

(] Approval [] Reference [] Review and Comment [X] DCN-RFC

Response due to Fluor: N/A
Responds to: A160 PACKAGE

NUMBER REV DATE TITLE

DCN - 0175 0 05/25/94 DCN TITLE:

CORRECTED CALL-OUTS FOR LP-500-008 A & B

"RELEASED FOR CONSTRUCTION"

Reference: FRP-1445, FUP-863
Distribution:
R. L. Long - DOE-RL, w/0
TWP/AME Corresp Cntrl Cntr MSIN A5-10
(A160 PACKAGE), w/0
P. Felise - WHC-RL (MSIN G6-06), w/1
Environmental Data Management Center
( MSIN H6-08), w/1
D. Duncan - US EPA, Region X, w/0
M. D. Talbot, WHC - w/0

,_1891077

RSP:KKS:nre

Very truly yours,

NazJ_

R.S. Poulter
Project Director
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FLUOR DANIEL

US DEPARTMENT OF ENERGY
HANFORD WASTE VITRIFICATION PLANT

DESIGN CHANGE NOTICE

DCN-0175

DCN TITLE

Corrected Call-Outs for
LP-500-OOSA&B

Rev. 0: Corrected call-outs for LP-500-008A and LP-500-008B.

REV 0 I PAGE 1 OF 4

DATE INfTIATED

03/02/94

PACKAGE NO.
A160

CAUSE OF
CHANGE:

® Field Change Request

q Supplier Disposition

q Deficiency Report

q Design Development

q Change Request

q TBD/Hold

q Other

FOR LIST OF AFFECTED DOCUMENTS, SEE SECTIONS 6 AND 7.

WAPA DWG/SPEC? ® NO q YES
QUALITY LEVEL I DWG/SPEC? ® NO q YES
SAFETY CLASS i OR 2 DWG/SPEC? ® NO q YES
SYSTEMS ANALYSES AFFECTED? ® NO q YES
MULTI-DISCIPLINE CHANGE? q NO ® YES

DCN Evaluated by: Systems?aW_.Lmt

a

IF'YES', ADDfTIONAL
REVIEW REQUIRED BY.

y

Date

^-rJ^^c 4 28-9¢
ro anageme uate

^4f^^t^a4L -9e
tems ate

^^- ..

COMMENTS:

^cQaa29aa
F•P.eD,o 7oq

Initiating Document(s)

REVIEWER COMMENTS
AND SIGNATURE/DATE

Others

FORM REV. 09/23/93
P:\8057\DCNS\175 - 1 03/08/94 5:10pm

PE STAMP REQUIRED? q NO ® YES



d,„, „f ;,p REV DISCIPLINE PKG. NO. PAGE
^ FLUOR DANIEL

US DEPARTMENT OF ENERGY
DCN - 0175 0 Electrical A160 2

HANFORD WASTE VITRIFICATION PLANT
PREPARED BY: M. Weimer

DESIGN CHANGE NOTICE
DISCIPLINE ENGINEER: K.

NUMBER PAGE NO DOCUMENT NAME Y/N

H-2-122100 2 1 Connection Diagrams Y

H-2-121662 1 0 PanelLayout Y

i nis seccon reTerences LRectea rtems sucn as r&IUS or celculetlons/enelyses, but they are

DOCUMENT SHT/ REV
NUMBER PAGE NO DOCUMENT NAME

N/A

Date: 03/08/94

Date: 03/08/94

Corrected call-outs,

Corrected call-outs.

FORM REV. 09/23/93
P:t8457\DCNS\175 - 2 03/09/94 5:10pm
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DCN-0175

* NAMEPLATE LEGEND TABLE

STRAINER NUMBER
- i

PANEL NUMBER HANDSWITCH ALARM LAMP STATUS LANA P
-

SP-50005 ( BLDG 21) LP-500-008A HS-RWX-XXX PDAH-RWX-XXX XL-RWX-XXX (OFF)

XL-RWX-XXX (AUTO)

XL-RWX-XXX (ON)

SP-50005 ( BLDG 23) LP-500-008B HS-RWX-XXX PDAH-RWX-XXX XL-RWX-XXX (OFF)

XL-RWX-XXX.(AUTO)

- _
XL-RWX-XXX (ON)

'

SEE NOTE
(TYP)

i

FLUOR DANIEL U.S. DEPARTMENT OF ENERGY DESIGN CHANGE NOTICEHANFORD WASTE VITRIFICATION PLANT

DESCRIPTION OF CHANGE.
@ASE DOC. N0. H-2-121E62

CORRECTED CALL-OUTS FOR
LP-500-008A & B SHT/PC. 1 REU. 1

CR NO.

""^'r""` CONTROL SYSTEMS
BY': ATE:^. O8 p

T
-

REV. PAGE

ENGINEER- • 1 • ^ DATE' g" q/ DCN- 0175 Q y.
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