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Mr. John Grantham FLUOR DANIEL, INC.

State of Washington

Department of Ecology Date: July 5, 1594

Nuclear & Mixed Waste Program

P. O. Box 47600 Reference: Hanford Waste Vitrification Plant
Olympia, WA 98504-760C DOE Contract DE-ACO6-86RL10838

Fluor Contract 8457
Transmittal No.: WDOE-951

Dear Mr. Grantham:
TRANSMITTAL

We enclosed__1 copy of the items listed below. These are issued per US-DOE request.

Response due to Fluor: _N/A
Responds to: _DOE REQUEST

NUMBER REV DATE TITLE
DCN - 0180 0 6/30/94 DCN TITLE:
gE%ETED STRAINER AT THE MANIFOLD SHELTER

NOTE: "FOR RCRA PART B PERMIT"

Distribution:

R. L. Long - DOE-RL, w/0
TWP/AME Corresp Cntrl Cntr MSIN A5-10

(Al60 PACKAGE), w/O

P. Felise - WHC-RL (MSIN G6-06), w/0

Environmental Data Management Center

(MSIN H6-08), w/1 Very truly yours,

D. Duncan - US EPA, Region X, w/0
Nazy) Eshos)he orf

M.D. Talbot, WHC -w/0
R. 5. Poultel” '

Project Director

RSP:RAC:nre




\a FLUOR DANIEL DCN- Q/9¢ rev & | PagEvOF 2/
US DEPARTMENT OF ENERGY DCN TITLE DATE INTTIATED
HANFORD WASTE VITRIFICATION PLANT OELETED STRAINER AF 5/20/?¢
DESIGN CHANGE NOTICE | JU0 aveoss saacnse  mcaec o

DELETED STRAIMER SP-T0005 y ELECTRICAL ACTUATED | CHANSE.
CONTLOL VALVE § RECATELD PIPING § INSTCONENTATI# | [T Fieid Change Request
AF TWE MANYIFOLD SHELCTER BUNO/NG. SSUPP“" Disposttion
Deficiency Report
PER CR =111/ THE RAW WATER Z005TSR M/MP [ Design Davelopment
AoUSE Vie NOT BE CONSTRUCTED. THE PEMOVAL O Change Request
OF THE STRAINER Wittt BE ADORESSED 14/ 0 TeDHeld
R =/1/1. P oher
FOR UST OF AFFECTED DOCUMENTS, SEE SECTIONS 6 AND 7. | CR-AWYVP- (087
Inttiating Document (s}

J} SECTION 2= EVALUATION.

F *YES*, ADDITIONAL REVIEWER COMMENTS
REVIEW REQUIRED BY. AND SIGNATURE/DATE

WAPA DWG/SPEC?

QUALITY LEVEL | DWG/SPEC?
SAFETY CLASS 1 OR 2 DWG/SPEC?
SYSTEMS ANALYSES AFFECTED?
MULTHDISCIPLINE CHANGE?

Oniginator

¢%3 ae

G.22-%9
Date

MD%KB

e

09,2383
PABASAMANUAL S\DCPMF ORMS\DS-17-02. EXH



N ECCoIT I,

= R AN D S B i REV DISCIPLINE PKG. NO. PAGE
§ FLUOR DANIEL DCN - 0/90 1| © LPIPIN G Ar6l | 2
US DEPARTMENT OF ENERGY .
HANFORD WASTE VITRIFICATION PLANT prEpaRcD By, AP, M. CELAYA Date: 5722 /9¢-

DESIGN CHANGE NOTICE

. S)ec) U]

sHT/
NUMBER PAGE = NO DOCUMENT NAME_ YN DESCRIPTION OF CHANGE
4-2-724030 | 3°R PPN RWX PUMP Y  ODELETED STRANMR 5P.50005
o = MOUSE/SHETER AL £ PV-RwX-003 ApokDd
@iyt SP00L PIECE £ BATE SUPS FB53,
H-2-/24035 | 2N PIPHE pWX pumP W .

. HOUSE § SHELTER SECrS. Y
H-2-126/45 2 O  PrPING fsomETR/IC Y OFLETED STRAINER SP-F0005,

ALDELD SP00. L& # BASE
SCURPORT 58553,

A E-12cr85 & / PLEING 1SOMETRIC Y DELETED STRAINER SP-50005,
PV =-RWX002 §F R&LATEC
Prlmie, ADOEL £ 7“BLING

KLLANGE,
B-595-C-A/0- 2 2 PrPING SPEciacTy Y  OELETED 3TRA/NER SP 50005
/506/ ITEM LIS CINE AO. BDO =095,

(AT7acHmEMT E")

SECTION 7: NON-CONSTRUCTION DOCUMENTS AFFECT =
Thns u:hon uieuncu aﬂoctod iurns ‘such u P&ID; of caleuhtnnumiyut. bul they are pcmully not included in DCN package.
DOCUMENT SHT/ REV

f __NUMBER PAGE NO DOCUMENT NAME _DESCRIPTION OF CHANGE
M-2-/23258 ? 10 Sysr&Em 50 Raw WIR, OELETED STRAI//ER SP. 50005
& A7RE Wrk. SYSTEM, AND 175 RELATED INSTRY ~
(P&£/2) MENTALION

051793
PABASTUMANUALS.DCPMFORMSIS-17.2 EXH



g REV [ DISCIPLINE PKG. NO. | PAGE
FLUOR DANIEL COMTROL

DCN -0 ?0 0 Arco0| %
US DEPARTMENT OF ENERGY / SYSTEMS

HANFORD WASTE VITRIFICATION PLANT T COoSTIGAN

PREPARED BY: Date: 5 /,?3/?4

DESIGN CHANGE NOTICE

DISGHLINE INEER! Date:

/94

SECTION 6: CONSTRUCTION DOCUMENTS AFFECTE _.
D OCUMENT SHT/ REy e NelD
NUMBER PAGE NO DOCUMENT NAME Y/N DESCRIPTION OF CHANGE
SPECIFICATION
B-595-C-A/60-
17704

ATTACHMEYTE | ol GEMERAL INSTRUMENTATION )/ DELETED MANIFOLE STRaIvER
IANSTALLATI] D RESTING ENETRUMERITAT/ON

GEMNENRL TAISTRINE wr7AT O

ATT pcimenT € 1 o INSTALL ATION AMD TESTING

)/ DELETED MANIPotd STRAINIEI.
INETRUMERIT A1) on)

ZNSTRUMENT LOCATION DECETED STRAINE. SP-50005
H-2- 121204 | 1 piay Bess. o2t £ 23 Y AD  Pre Rux-003

P-5pd- 0O8A 4D 008R DELETED & &P~
o ¢ TIRA R Souog
Hod- 316 | O posreomemr pavec ayorr 7 and> Py- RoX-003

SECTION 7: NON-CONSTRUC

TION DOCUMENTS AFFECTED

This section references affected items such as P&IDs of cdcuimom!analyul. but they are generslly not included in DCN packsge o
DOCUMENT SHT/ REV
NUMBER PAGE NO DOCUMENT NAME DESCRIPTION OF CHANGE

1.2-123358 1 10 PAID SYSTEM SO DELETED mMAMIFOLD SHELTER

RBAW waTir A FI4E  STRANOL AJD TNSTRIMEIPTIon
WATER- SYST&EMS

FORM REV. 09/23/93
P:AB45T\DCNS\ 02/23/94 8:11am




-— . “J‘?’Jj’fh#. 15;' &VN rev | DisciPune PKG NO | PAGE
§ FLUOR DANIEL DCN - ¢9/90 | 0 |&eecrerend 460 | 4

T

i

US DEPARTMENT OF ENERGY
HANFORD WASTE VITRIFICATION PLANT

DESIGN CHANGE NOTICE

PREPARED BY A/ JevEee s Date 5/?#?{

DISCIPLINE ENGINEER: [ \Sf’ W '/'4 Date: .:5'/2¢/?{
SECTION 61 -CONSTRUCTION:DOCUMENTS AFEECTED - S SR e
DOCUMENT SHT/ REV INCLD

NUMBER __ PAGE  NO DOCUMENT NAME YN DESCRIPTION OF CHANGE
B575-C-ARO - Locerenil Laccsosy
Sy ArrcH A n,r 2 Soenene Y Decerep Convarrs
B595 -C- A0 - Ereereene (bse
ot el B” 4, /6 2 Sweone 4 Lkcerep Bees
H-2- /22087 z / ALSTENAENT Goucerr Lrerep Feqmee Albrok,
Sowrnig S L Y A L47ED frsreantcirs &
Covowrrs
H-2-/22098 7 2 fecoreeac fRvec DECerED Jrraunce Moroe.
Senecwnes y Lato fmy fy X7-824-2/8
He2-/28 f00 ,Z / Eeeorenac Covr Laasses kce7ED &Ma/ﬂ'j &
7B-2+-X, 7B-2/- 4B/ ¢ Chsie foe Stance.
77 -23-4/5/ )4
H-2-/22m0 8 O &eerrwne G Liosmrs L&erep LA-Saw-008.8

LP-500-0084B 4 7B-29.77 )

SECTJ Aqs NON-CONSTRUCTION DOCUMENTS AFFECTED : i i
This s- eferences atlected items such as P&IDs of c-nlculahonslanatyses but they are generaily ot mcluded n DCN plckage

DOCUMENT SHT/ REV :

NUMBER PAGE NO DOCUMENT NAME

L

O17/93
PBASTIMANUAL S\DCPUREORMSS- 17-2 EXH



Rev. 2

SYSTEM NO. 50
SHEET NO. 1 OF 2, REV. 1
DATE 7/15 /92, BY CI

SP7 THIS SYMBOL ON FLOW DIAGRAMS OR DRAWINGS DENOTES
/ A PIPING SPECIALTY ITEM NOT OTHERWISE COVERED
BY PIPING SPECIFICATIONS.

SP FLOW LINE l
REV. | amets $S1ZE O1AGRAR WMEER DESCRIPTION [
1 50005 10~ H-2-123358 S00-075 | SELF-CLEANING PIPELINE STRAINER, AUTOMATIC CONTINUOUS

SHEET 1 OF 3 REMOVAL. CLASS 150 RAISED FACE FLANGED, CAST STEEL ASTM
SHEEY 3 OF 3 | 500-095 | A216/A216K GR. WCS, RATED © 285 PSIC. 304 OR 316 STAINLESS
STEEL SCREENS WITH 0.033" PERFORATIONS. MAXIMUN PRESSURE DROP
OF .4 PS1 B 1500 GPM OF MWATER. FLANGED BACKUASH CONNECTION.
1/35 WORSEPOMER DRIVE MOTOR. 120 VOLT SINGLE PHASE ELECTRICAL
INPUT, ODIFFERENTIAL PRESSURE SWITCH, WITH 172 N.P.T. FEMALE
CONMNECTIONS (TAG P-SO0-PDAH-002A-2). ACS-1 CONTROL PANEL (TAG
POSH-D0ZA). 3 INCK ELECTRICALLY ACTUATED CONTROL VALVE WITH
DUCTILE IRON BQDY, CARBON STEEL BALL AND STEM (TAG PCV-0028).
CONTROL VALVE, PRESSURE SWITCH, CONTROL PANEL, AND TAGGING
SHALL CONFORM TO SPECIFICATION SECTION 17B01. MAYWARD 596 OR
EQUAL. SEE NOTE 1 ON THE FOLLOWING PAGE.

e ey

NOTE 1:
The Seller shall furnish s control panel with each strainer. The panel shall conform to NEMA 12 classificetion.
Control panel LP-500-008A and 0088 shall have the front panel layout designed in accordance with Drawing H-2-121662
Sheet 1 of 1.

The operstor shall have s choice between manual and sutomstic operation. In msnual, (on position} mode, the
operator shall be able to operate the strainers manuaily to backflush snd clean the filter element. In sutomatic,
(suto function) mode, the strainers shall be controlled by a pressure switch. When the pressure across the strainer
exceeds the manufscturer’s recommended set point the strainers shall ocperate and clean the filter element,

The strainer control panels {LP-500-0084 and 00BE) shall be furnished with the following components as a minimum:
{13 Off, Auto, On Selector Suitch with Indicating Lights As Shown On Drawing H-2-121662 Sheet 1 of 1

(2) High Differentisil Pressure Red Indicating Light
(&3] Terminal Block for Buyer Alarm Signal Outputs
{4) Lamp Test Momentary Switch

DeELETE STRRAINER On H-2°12335%, SHEET |, Aunp
ASSOCIATED INSTRUMENTATIEN.

0812453 1 ATTACHMENT C
1«\&132(;&100\15&1;«11\0&-2 Al160-15061 Page 2 of 4
§ FLUOR DANIEL U.S. DEPARTMENT OF ENERGY DESIGN CHANGE NOTICE
HANFORD WASTE VITRIFICATION PLANT
vescrPTion of cuance O LETE Sr RAINER AND BASE DOC. NO./906/ 4@'{{#4!‘\4/
AsSsec/iATED INSTRUMENTATION ON sHIPG. 2 REV. 2

H-1-123358, SHeeT 1.

A DISCIPLINE: MASER/A L ENSA/EELAG
prerareD 8. (Tpt 248 /N&LUO (/a‘.,u__ DATE: 5‘/,_./5,’ AEv | eace
DISCIPLINE Emil_:J_Efa: é . W DATE: 2{14/]44,- DCN - O/90 o 5

05/47/93

PABISTAMANUALS\DCPMIFORMSIE-17.3 EXH




REFERENCE DRAWING M-2-117150. MECMANICAL SITE UTILITIES DRAWING INDEX,

U.5. DEPARTMENT OF ENERGY

INSTALLATION INDEX

NANFORD WASTE VITRIFICATION PLANT D=DIRECT SPECIFICATION SECTION 17704, ATTACHMENT 8
RICHLAMD, MASWINGTON E=ELECTRICAL PAGE 1
DOE COMTRACT DE-ACO6-85R1 10838 P<PROCESS PIPING 05/26/93
C=COMBINATION
PLID (NEW) INSTALLATION ASSEMBLIES ELECTRICAL
REV INSTRUMENT euL \ rack | 1wsTL | LocATiON resr | wores
80G | o mJ SHT TAG NUMEER TrPe | PLa Dug | PROCESS Fueuunc ] IAS j SUPPORT | INSTL ASSY |PRESS
2 20 -- 125351 01  XCV-WPS-005-1 A 124026 --- . .9
2 20 -- 1275331 01  XCV-HPS-005-2 NA 124026 . . . .1
120 -- 123351 01  XCV-WPS-005-3 ) 124026 --- i ; ey
125351 01  XCV-WPS-005-4 124026

2

2 3 -- 123358 ™
2 3 -- 123358 O1
2 23 - 123358 Of
2 3 -- 123358 O
2 s - 123358 01
4 3 - 123358 ot
2 23 -- 123558 01
2 3 - 125352 O
1 0 . 123358 OV
1 0 -- 13358 0%
1 W -- 123358 01
1 0 -- 123358 01
1 .- 123358 01
1 21 -- 123558 01
1 21 -- 123358 01
1 PANNR 123358 0
1 20 -- 123358 02

DBASE\A160\]_A160. FRN

P1-FWX-204-2
PSH- P - 205
ISL-FuX-263
P1-FuX-264-1
P1-FUN-264-2
PSH-FUX-265
L17- Fux-001

NA P 121204
NA ] 121204
L c 121204
NA £ 121204
NA € 121204
NA P 121204
NA P 121204
NA [ 121204
HA P 121204
NA t 121203
HA ) .--
NA P .-
NA c .-
NA E 121204
A P
NA P
NA c
NA [ 121203

12962276 ---
u/PsL

12142375 .-

RASE Doc. NO. B-596-8~- A/60-1T 704

. o - -
wsL
cen 113 cas eaa
- .- - &

121380/ x02 165 .-
W/PSL 185 .-
x13
P -ne .- L1

P e .- 5

x13
x03

OLlO— (vo
P34 FL2TITZ

93]}

LEPE 15

o P IIL O Ny ObIO—NVOC



ATThaCcHMENT O

U,S. DEPARTNENT OF ENERGY SH. ]
NANFORD VASTE VITRIFICATION PLANT - ENGINEERING INSTRUNENT INDEX
RICHLAND, MASHINGTON F2EV. A 05/26/93
DOE CONTRACT DE-ACDS-B4RL10S3S
PAID
SFTY| INSTRUMENT SERVICE ODESCRIPTION pCs | PNL \ RACK [BLDG] ROOM | SPEC | CNST | cwBS [QUAL |WAPA| INSTRUMENT TYPE REV
womger  Sut| cts|  Tac mmseER 1o w |w. | wo | ke LEVEL
123351 01 3 XCV-HPS-005-1 NIGH PRESSURE STEAM NEADER N 20 .- 17801 A0 A0 2 N STEAN TRAP-TD 2
123351 01 XCV-WPS-005-2 HIGK PRESSURE STEAN WEADER KA .- 1780V A0 A0 2 N STEAN TRAP-TD 2
125351 01 3 XCV-#Ps-005-3 NIGN PRESSURE STEAM HEADER NONA 20 .- 17801 A160 A0 2 N STEAN TRAP-TD
123351 3 XCV-WPS-005-4 WIGH PRESSURE STEAM WEADER 20 17801 2

123358 3 PCV-RUX-005
123158 01 3 PV-RUX-005
123358 01 3 PY.-mu-005
125358 01 3 ZSH-pWX-00%
123358 01 3 ISL-RWX-005
123358 01 3 PL-muX-005A
123358 01 3 PL-mux-0058
123358 01 3 PSL-mX-007
123358 01 3 PI-RUX-008
123358 01 3 ZSL-FUM-203
123358 01 3 PI-Fum-204-1
13358 01 3  PI-FUX-204-2
123358 01 3 PSK-FWX-205
123358 01 3 ISL-FUX-263
123358 01 3 PI-FUX-264-1
123358 01 3 PI-FWX-264-2
123358 01 3 PSH-FWX-265
123358 02 3 LIT-F-000

dBASE 1VAATS0\E_A160. FRM

L

RAW WATER VALYE ALR BUPPLY

4TH STREET RAW VATER SUPPLY VALVE
ATH STREET RAV WATER SUPPLY VALVE
&TH STREET RAM WATER SUPPLY VALVE
&TH STREET RAW WATER SUPPLY VALVE
RAW MATER VALVE A1k SUPPLY

RAW WATER VALVE AIR SUPPLY

&TH STREET RAW VATER D1SCRARGE WEADER
&TH STREET RAV WATER GISCHARGE WEADER
4T STREET RAV WATER DISCH. WEADER
FIRE WATER PRESSURE

FIRE WATER PRESSURE

FIRE WATER FLOW TRIP

&TH STREET RAW WATER DISCH. HEADER
FIRE WATER PRESSURE

FIRE WUATER PRESSURE

FIRE WATER FLOM TRIP

FIRE WATER STORAGE TANK

-

BASE Doc.NO. B-595-L- A60 - 17704

2 "

2 n

17801 e "
1780 2 |
17801 2 |
Wit 2 "
WHC 2 N
17801 I |
17801 2
2

15501 A0 A160 2 W
15501 A160 A%60 2 M
15501 A140 A0 2 W
AMS0 MBS0 2 %

15501 At60 A160 2 M
15501 A0 A0 2 W
15501 AM160  AV60 2 N
17301 AM60 AIS0 2 N

R/F CONTROL VALVE
SOL PILOY

VLY LINIT SWITCH
VLY LIMIT SWITCH
GAS REG GAUGE
GAS REG GAUGE
PRESS SWITCH LOW
PRESS GAUGE
CINIT SWiTCH
MRESS GAUGE
PRESS GAUGE
PRESS SWITCH RIGH
LIMIY switen
PRESS GAUGE
PRESS GAUGE
PRESS SWITCH

DP IND XMTR

N NN N NN N NN

- A

12 0L IOV O ARY OLIO -2



U.S. DEPARTMENT OF ENERGY ATTACHMENT A FLUOR DANTEL, INC.

BL-05AB-001

WUaste vitrification Plant SPECIFICATION SECTION 146111 Advenced Technology Division
Richland, Mashington PAGE 14 OF 14 Fluor Contract B457
DOE Contract DE-ACO6-B4RL10838 06/16/93
Rev, 2
Electrical Conduit Schedule for Package Number A160 . 405‘57-5 pé:f 0(’”“W90 )
REV | BLDG RACEWY FOR FROM 10 RACEMWAY DATA IMCLUDED CABLE NOs.
NO, NO. NO.
EQUIPHENT PLAN EQUIPMENT PLAN MATERIAL
NUMBER DRAMING NUMBER DRAWING S12€ "PE_ OF
OR LOCATION OR LOCATION . COMSTR
3 22 - 500~ O 2-127087- 122078 H-g-122007-2 2"
I FJ 2 PO1Z2A R POSA-0D H-2/1220¥7-2 P0122/8 l -2-172087/2 l b I FL
| 23 l 12 | l 12274 l 2- 130087 l 122 H-F-122087- 2" | C
pOY22¢C L 228 H-2/122047-2 POIZ2D/T, ' -2-1£2087-2 ' -1/ i 1
l 2y 2 I 012 l 02fcse I L 2-172087/2 | t2 u- Z- 122687 3740 l
‘ 3 PQA22E l R 12 H-2-1220B7-2 STRRINEY MOT | -2-J22007-2 I 14" | FL
2 2 POV2RF R PO1220/C | -2-102087/2 | 012 H-2- 122087 - 374" I
P I 2 { il ‘ p122 I l 122 u-7-122087-2 PCy-DRXA028 I H-2/A2208f-2 I 14n l fL
P0Y23 POVER LP-500- 003K H-2-122087-2 PO123A/8 H-2-122087-2 i COND nc
I PO123A | POMER | POSH-040 l #-2-122087-2 l POI23/8 l R-2-122087-2 l 1™ | Cono I FLEX
l P01238 l POVER I PO122/A | H-2-122087-2 | po122C ‘ N-2-122087-2 | F i | CoNp | imc
‘ PO123C ' POMER | po1238 I H-2-122087-2 I PO123D/F I H-2-122087-2 l 1-t72% l CoNo l ™
| PO1230 I POUER I PO123C/F ' H-2-122087-2 | PO123E l H-2-122087-2 1 3/4n I CoNe } inc
| PO123E l POMER | PO1230 I H-2-122087-2 I STRAINER MOTOR I H-2-122087-2 I 374n | CoND l FLEX
| POI123F | POVER | PO123D/C I H-2-122087-2 I P0123G ‘ H-2-122087-2 | 3/4m | COND | ImMC
( PO123G ‘ POMER | POT23F ‘ H-2-122087-2 ' PCV-RWX-040 I H-2-122087-2 | 3r4n [ coND [ FLEX
] PO124 ' POUER I DISC. SUITCM ’ H-2- 122094 ' PO124A/E l H-2- 122094 I 374 , cowo l INC POOT3A,8,C, G, POOTLR I
} | 1

| | | 20« -0/90 '
fae & OF 2/



U.S, DEPARTNENT OF ENENGY ATTACMENT A FLUDR DANIEL, wC,
usste ¥itrification Plant SPECIFICATION SEcTion 16114 Advenced Technology Divigion .
Richisnd, Washington Pace | of Flyor Contract 8457
DOE Contract DE-ACDA-B6RL 10038 1171093
Rev,
Electrical Roceway Schedule for Pachage Mmber A150 &‘(5}'5/22 M/(/‘C?/?O T
sty | stoc | macewr ront oM RACEVAY DATA INCLUDED CABLE WO,
wo. | wo. wo,

. EQUIPHENT PLAN EOUIPNENT PLAN MATERTAL

WMSE R DRAVING MUMBER DRAVING stze § 1veE of
OR LOCAYION OR LOCATION consTa

|25 |H°?°°|ﬂbn Ife,-za-n/s; \4-2-122082-] IAo?oGA,B_. | 4-2- fzzor?-)qu loono

lim Jofe? 35, R0
b STt T e <

I
| \(EZ [ ochoeAnbnp s ';ﬂﬁ; Iﬂv-:iﬂ.n
| 2|23 |Rot8itiae povocyion 2282~ 1 [amoLe  |H-2-2208M 142" leonplime (o728 rora 1

(23 :m%C:ﬂImlnoqoob :u 2-122080- I:ISH[LDu(d:H-z—M?-I:H’z" I:ano:.cwr:no‘m'ﬂa?aé

g : I DCeN ol

$ ADOT033 40 |
103N6S1

2

N EEP R
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U.8. DEPARTIENT OF EuERQY
Vaste v!trmntln Ptent
Richisnd, Weshington

DOE Contract OE-ACDS-BSRLIDE3A
Rev. 2

Electricel Cable Schedule for Peckege . pr

2
7 G ‘ /‘77; PAGE
4\:" d

2%/ | OF ECOLOGY renmT Oy,

SPECIFICATION SEL‘\‘lM 111
10f 20

0&-‘4 e7e Al D01/ -0/90 —_

ISSUED FGR Dzpa ARTYE AT

Advenced technology Division
Fluor Contract BAS7
1710793

xev | sioc| casee _ CABLE DATA owE LInE VIA
w0, | wO. "o, g . nlmm
EOUTPNENT 95 ) PHERT COMNECT1ON s1s s1ze | cante
WMUMBENR WBER DRAMING voLt conu cooE n- z
OR LOCATION OR LOCATION .
2 |20 | aomo0 | Y8-20-Asnt n-2-122100-9 LSN-DRX-501 N-2-122100-1 120V ec |2 1 ] A ADB00, ADBOOA
| 2 ‘ 20 ' ADBO1 ' 15-20-A781 l n-2- 122100-1 ' LSL-ORX- 501 l n-2- 122100-1 I 120V »c , 2 ' 1% ' AE , AOBOO, AGBOOA

lz 'io |moz lmum
|z Izo |m Iu-m-sot
lz ‘zo |moos ln-zo-um
'z lzo |m |u-zo-m1
[2 |20 | sooms | 1r-s00-007

lz |zo |uom |u-soo-oo7

| 1-2-122100-1
| n-2-122100-1
l #-2-122100-1
I R-2-122100-3
l #-2-122100-3
' »-2-122100-2

] "-2-122100-2
l'l

eastE amE—

3:!*9"' LP-500-008A

| | I

I LSL/N-ORX-501 I N-2-122100-1 l - | . I . I .
I PEN-FVX-387 I X0S/0-2-122082-3 l 120¥ ac l 2 l " l At
| PSL-FUX-308 | XOS/M-2-122082-3 | 120V ac | 2 | " | at
| TSN-FUX-368 l X02/0-2-122082-3 | 120¥ oc ‘ 2 I " l "

l TSLL-FUX-005 . l X02/%-2-122082-3 | 120¢ nc | 2 ‘ " I ~N
' LSn-DRX-402 l A& /N-2-122082-3 I 120V o l 2 l " I A

l X14/0-2-122082-3 | 120V ue l 2 I “ |n

T ol e T ooV V2]

I
|
l
|
|
|

l 1-2-122087-8 I 120V oc ' 2 l 1" |

H-2-2200-2 LM - OtR~Lo) XM /-2 12aX2 ROVee 2 L8

R

120 o | 2 "

I X14/0-2-122002-3

["H-2- 1251002

X16/M-2-122002-3 | 120v ec |2 | W4
—

LSH-ORX- 601

23 B8] 14 -2-122

* coaxial Cable furnished By Yendor

—— —
0~2. |L-5u-m-601 Imé;-z-mz-s |lZofa.¢.| Z (19
| | I
1%

9-2-122100-2

e
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NUMBER DRAWING NUMBER DRAWING VOLT  JCOND {CODE
OR LOCATION OR LOCATION
I 2 | 20 | po06IC | FURM, DISC. T1C-05A8-004 480V AC | 1 AN PO119,P0119A
SWITCK
| 2 | 20 | POD61IG | DA-32A-801 | | TIC-05AB-004 | | 4Bov aC | 1 | Am | | PO119,POY10A |
]2 | 20 ] po0S28 | TIC-O5AB-003 | | BL-05AB-004 | | 4Bov ac | 1 | at | 1 | PO1194,PO1198,PO119C |
| 2 | 20 | poO&2¢C | T3C-05AR-003 i | BL-05A8-004 ! | a8ovac |1 | m | | | PO119A,POT198, POT19C i
|2 | 20 | poDS2G | FIG @ | | 8L-05AB-004 i |saovac |1 | M | { | POT19A,PO1198, PO119C |

T1C-05A8-003

12 |21 | pooss | | w-2-122100-8 } STRAINER MOTOR | | 120vac | 2 | aE | | | PO123,PO1238, PO123C, i
PO123D,PO123E
12 | 21 | P0067 | LP-500-0084 | H-2-122100-8 } POSM-040 | | 120vac | 2 | A€ | | 1 POI23,PO123A |
2 |2y ) pooss | LP-500-008A | w-2-122100-8 j pCv-Bux-040 | t2ovac |2 | A | | | pO123,P01238,P0123C, |
PO123F,PO1236
12 | 21 | poD69a | FURN. DISC. | | BL-05AB-002 A LI | | PO104,PO1048, P104C |
SWITCH o
]2 | 21 | po0698 | FURN. DISC. ] | TIC-05A8 } | PO104,PO104A |
SWITCH
[ 2 | 21 | pooSSC | FURN, DISC. | | TiC-05A i [ PO104,POT04A |
SULTCH
| 2 | 21 | PODEYG | DA-32A-802 | | Tic-05A8 | | PO104,POIDGA |
| 2 | 20 | poO70B | TIC-05A8-002 | | BL-05a8-002 | 480V AC ! | PO104A,POTO4B,POTDAC l
Ry o
12 | 2t | poovoC | TIC-05A8-002 | | BL-05AB-002 — '__f__La"_j‘ j 48Oy AC |1 | am | ! | PO10LA, POT04B,PO104C 1
g
* Coaxis| Cable Furnished By Vendor 00/(/ - 0/?0
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