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Mr. John Grantham FLUOR DANIEL, INC.

State of Washington
Department of Ecology Date: June 30, 1994

Nuclear & Mixed Waste Program
P. O. Box 47600 Reference: Hanford Waste Vitrification Plant

Olympia, WA 98504-7600 DOE Contract DE-AC06-86RL10838
Fluor Contract 8457

Transmittal No.: WDOE-959

Dear Mr. Grantham:

We enclosed 1 copy of the items listed below. These are issued per US-DOE request.

Response due to Fluor: N/A
Responds to: DOE REQUEST

NUMBER REV DATE TITLE

DCN - 0189 0 06/03/94 DCN TITLE:

HWMA WATER SUPPLY

NOTE: "FOR RCRA PART B PERMIT"

L18Lr1DULlon:

R. L. Long - DOE-RL, w/0

TWP/AME Corresp Cntrl Cntr MSIN AS-10
(A160 PACRAGE), w/0
P. Felise - WHC-RL (MSIN G6-06 w 0

^ an EPA , Region X, w/0- US
M.D. Talbot, WHC -w/0
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Very truly yours,

Naz^^h71 0,I
R. S. Poulter
Project Director
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FLUOR DANIEL DCN - 0189 REV 0 PAGE 1 OF 5
US DEPARTMENT OF ENERGY DCN TITLE DATE INITIATED

HANFORD WASTE VITRIFICATION PLANT
5/1 1 /94

DESIGN CHANGE NOTICE HWMA WATER PACKAGE NO.

SUPPLY
A160

SEC7lON 1: DESCRIPTION nF CHANGE _..::::: ...:.... ;.:.:^. .. ......._.. . . ......_. _....... :.

THIS DCN PROVIDES A NEW TEE AND VALVE IN PIPELINE FWX-6" 056. IT CAUSE OF

ALSO RELOCATES AND REVISES THE VALVE NUMBER OF EXISTING CHANGE:

VALVE MV-FWX-056 TO MV-FWX-056-1. THE PURPOSE OF THESE C9 Field Change Request
CHANGES IS TO PROVIDE A CONNECTION POINT FOR A FUTURE WATER q Supplier Disposition

SUPPLY LINE TO THE SAFETY SHOWER LOCATED IN THE HAZARDOUS q Deficiency Report

WASTE MATERIALS ACCUMULATION (HWMA) FACILITY. q Design Development
q Change Request

q TBO/Hold

q Other

Initiating Document(s)

ICR-0360A, FRR-00946A

FOR LIST OF AFFECTED DOCUMENTS, SEE SECTIONS 6 AND 7.

SECTION 2: EVALUATION

IF "YES", ADDITIONAL REVIEWER COMMENTS
REVIEW REQUIRED BY. AND SIGNATURE/DATE

WAPA DWG/SPEC? KNO q YES
QUALITY LEVEL I DWG/SPEC? B. NO ED YES

SAFETY CLASS 1 OR 2 DWG/SPEC? 14. NO q YES
SYSTEMS ANALYSES AFFECTED? JQ NO q YES
MULTI-DISCIPLINE CHANGE? [^-NO YES

DCN Evaluated by: Systems AD Others

CTION 3: ^

^

FOR CO STRU ION

Originator Date roject esident Engineer ate

SE ON NCU E SECTION 5: RELEASED FOR CONSTRUCTION

PE STAMP REQUIRED? q NO 09 YES
ro^e e ate

- • ^Jf^ z3
ystems Date ate

5-13^94 r<^2^-1
It e e a ety^ ^•kc-r1y Date Date

C f4 . ^^ ^ Z 7 uj
a Ity ssura e ate ULYE Date

L-7--^
On iguratlon anagement ate

COMMENTS:

FORM REV. 09/23/93
P.164571DCNS1 05/11/94 3:520m
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DEPARTMENTDEPARMENT OF ENERGY
HANFORD WASTE VITRIFICATION PLANT

DESIGN CHANGE NOTICE

DCN-0189

PREPARED

REV DISCIPLINE

0 CIVIL

2Y
Z.4' •

PKG. NO. I PAGE

A160 2

_Dele: ^^

DOCUMENT SHT/ REV INCLD
NUMBER PAG E NO DOCUMENT NAME Y[N DESCRIPTION OF CHANGE

H-2-117152 1 4 CIVIL, UNDERGROUND Y PROVIDE NEW TEE AND VALVE, MV-
UTILITY PLAN FWX-056-2, IN PIPELINE FWX-6"-056

(ZONE F4) AND RELOCATE VALVE
MV-FWX-056 FROM DWG H-2-

117153 AND RENUMBER TO MV-
FWX-056-1

H-2-117153 1 5 CIVIL, UNDERGROUND Y RELOCATE VALVE MV-FWX-056
UTILITY PLAN (ZONE F8) TO DWG H-2-117152

H-2-117177 1 3 CIVIL, SWX, FWX, AND Y PROVIDE NEW TEE AND RELOCATED
DRX PIPE PROFILES PIV VALVE IN PROFILE

FWX-6"-056

.......
N

.,,.. .,.
T his section references affected items such as P&IDs or calculations/analyses, but they are generally not includsd mDC psckege.-
DOCUMENT SHT/ REV
NUMBER PAGE NQ DOCUMENT NAME DESCRIPTION OF CHANGE

H-2-123358 1 10 P&ID, SYSTEM 50, RAW ADDED VALVE MV-FWX-056-2 AND REVISED
WATER AND FIREWATER VALVE NUMBER MV-FWX-056 TO MV-FWX-

SYSTEMS 056-1 ON LINE FWX-6"-056

FORM REV. 09/23/93
P:\8457\DCNS\ 05/12/949:11am



NEW RAILRE}A6j^ i^PUo ^^'^1^°^
^CWBS-A180

H-2-117083 (BY OTHERS)

16^.
. . .. . ^

>

PCC
STA 16+56.•
N 44575.07

W._ 56044.13

STA 1 +29,.72
N 44402.60/,

W 56023.37

,

(^ PATROL ROAD "A'
CWBS-A130
H-2-117019
(BY OTHERS)

FOR
0UNLY

HANFORD PLANT GRID
200 EAST AREA DATUM

I'
PER DCN 0189

12
MV-FWX-056-2

12
BLD FLG W/ \LV

FH
2" BALL VALVE

17 '•: \\J & wo\rVENST
TA 1

N OTES:86 1t .

W '6 37
^ WATER/DRAIN

HY-FWX 056 r,(2 6" X 6" X 6" TEE

EXPIRES

9 f1.u0R one

PER DCN 0189 -

U.S. DEPARTMENT OF ENERGY
HANFORD WASTE VITRIFICATION PLANT

HWMA WATER SUPPLY

DESIGN CHANGE NOTICE

BASE DOC. NO. H-2-117152

Srrt/PG. 1 REV. 4

cR No. N/A
pSCIPIJNE:

CNIL 1CODFLE

NEV. 7PAGE
DCN - 0189

0

Aran
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'STA -17t8
STA 0±0C

^. ^ N 44502.^
r'.' .. ^ W 55941.

FCNX =

DWG
...C

^

\`G

LIMIT N 44600

rPFR f1CN\(^ 1 RA s^9TA,;

1

I

r = 5g* 2 V 58"

R = 824.00'
T = 469`68'
L = 853.77:'

W ..5 62.2

` R. EISF `
wasm ^. ^tic

Ilk

^^':: r^:: . - • , ^

ISSUED FOR DEPARTMENT
OF ECOLOGY ^ER-bAIT ONL1^

^^ WMEL HANFORD
OF

HWMA WATER SUPPLY

EAPIRES

DESIGN CHANGE NOTICE

eM ooC. No. H-2-117153

srrt/PC. 1 REV. 5

cr+ NO. N/A
ascYauNE:

CML 1c"°Fa.E`

I REV. PAGE

DCN - 0189 0 4

DRM
ACAD 5/11/94
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0+00 PROFILE 1 +00
FWX-6-056
HORIZ. 1"=40'

T. 1 "= 4'

FOR PLAN FOR PLAN SEE DWG H-2-11
SEE DWG
H -2-1 17153 Eis

^^ one. HANFORDWAS^IE VNIRIFlCATONPLANT

HWMA WATER SUPPLY

DESIGN c^iANGE NoncE

eAsE DOC. Na H-2-117177

SHT/PG. 1 REV. 3

cR No. N/A

)ISpPIJNE G^L 1 CADFLE

REK
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OR,+


	1.TIF
	2.TIF
	3.TIF
	4.TIF
	5.TIF
	6.TIF

