
Mr. John Grantham 
State of Washington 
Department of Ecology 

951.3338 .. I B74 

Nuclear & Mixed Waste Program 
P. o. Box 47600 
Olympia, WA 98504-7600 

Date: 

Reference: 

FLUOR DANIEL, INC. 

June 2, 1994 

Hanford Waste Vitrification Plant 
DOE Contract DE-AC06-86RL10838 
Fluor Contract 8457 

Transmittal No.: WDOE-940 

Dear Mr. Grantham: 

TRANSMITTAL 

We enclosed 1 copy of the items listed below. These are issued per US-DOE request. 

I NUMBER I REV I DATE 

DCN - 0170 0 5/10/94 

D1.str1.but1.on: 
R. L. Long - DOE-RL, w/0 
TWP/AME Corresp Cntrl Cntr MSIN A5-10 
(Al60 PACKAGE), w/0 
P. Felise - WHC-RL (MSIN G6-06), w/0 
Environmental Data Management Center 
(MSIN H6-08), w/1 
D. Duncan - US EPA, Region X, w/0 
M.D. Talbot, WHC -w/0 

RSP:SM:nre 

Response due to Fluor: N/A 

I 
Responds to: DOE REQUEST 

TITLE 

DCN TITLE: 

REVISED FLUSHING TEST PROCEDURE 

NOTE: "FOR RCRA PART B PERMIT" 

Very truly yours, 

N~2-;± ohr~k. <:0
,-/ 

R. s. Poulter 
Project Director 

I 



~ FLUOR DANIEL 
951.3 38 .. 1875 

US DEPARTMENT OF ENERGY 
HANFORD WASTE VITRIFICATION PLANT 

DESIGN CHANGE NOTICE 

DCN - 0170 
DCN TITLE REVISED FWSHl',IG 
TEST PROCEDURE 

REVISE RWX AND FWX SYSTEM CLEANING REQUIREMENTS TO 
CONFORM WITH NFPA 

FOR LIST OF AFFECTED DOCUMENTS, SEE SECTIONS 6 AND 7. 

.. ···••,:•:•:•.·•:=•:-: •,•.·.· •...... ..........•.. 

t~9:n2i::g;Jiiml4trtin@Ni:I:IIit:J'JJJ:JJ 

REV 0 PAGE 1 OF 3 
DATE INITIATED 
1-28-94 

~-S--14- ~•G: 

PACKAGE NO. 

A160 

CAUSE OF 
CHANGE: 

D Field Change Request 
D Supplier Disposition 

D Deficiency Report 
D Design Development 

D Change Request 

0 TBD/Hold 

X Other 

DESIGN 
DEVELOPMENT 

Initiating Document(s) 

IF "YES" , ADDITIONAL 
REVIEW REQUIRED BY: 

REVIEWER COMMENTS 
AND SIGNATURE/DATE 

WAPA DWG/SPEC? NO O YES 
QUALITY LEVEL I DWG/SPEC? NO O YES 
SAFETY CLASS 1 OR 2 DWG/SPE O O YES 
SYSTEMS ANALYSES AFFECTED O O YES 
MULTI-DISCIPLINE CHANGE? 0 t?D.~---A~~~.--- . 
DCN Evaluated by: Systems ~~:, ~DM l.bir~ Others ,.~r•m~,"'~'•] 
Originator ,~b/ Date Project/Resident Engineer. '~, i Date 

:a,s11:1~::::112Em111::::::::::::1:::::::1:1:1::::::1:::::1:::::i::::::::::1::11::::11
:
11:::::::::::::::::1:1:::1:11111:::1:1::::::: 1111• s11111i:::11111111111::11:111a.-1s1:11:111:::::::111::1:::1:1:1:::::11: 

.,._.->,j~~..---,,c.+----c,,,r--=---~-'tft_fi/2_~____,5,f--""',t..:_·~~ PE STAMP REQUIRED? 0 NO ~ YES 

COMMENTS: 

09/23/93 
P:\8457\DCNS\ 

Date 

Date 



951:3338 .. 1876 
REV DISCIPLINE PKG . NO. PAGE 

FLUOR DANIEL 0 CIVIL A160 20F 3 

us DEPARTMENT OF ENERGY DCN 0170 
HANFORD WASTE VITRIFICATION PLANT 1---------,-....,.._ __ ..__ ____ ....,__ ___ _,_ __ ~1 

PREPARED BY 

DESIGN CHANGE NOTICE 

l!xlBB:::~~:::::§21i]ffllm!l:::ee~•!m ::11w~:::l::::Il'lI:t::::::::::::::::::::::r:::::::::::::::::::r::::::::::::::::::::=:::::::::::::::::::::::::::1:::::::::::::::::::::::::i::::::::::::::::::::::::::1::::::::::::J:::::r:::r:::::::::: 
DOCUMENT SHT/ REV INCLD 

NUMBER PAGE NO DOCUMENT NAME Y/N DESCRIPTION OF CHANGE 

B-595-C-A 160-
15061 

38 2 PIPING MATERIAL 
FABRICATION, ERECTION 

AND PRESSURE TESTING 

y REVISE CLEANING REQUIREMENT 

!!l!IBB:::wtlR mi2N!mHM&!e!Il l 9:!MillffiIIDl@11!B]t:i::::::::::::::::::::::::::::=::::::f::::I:I::l::::=:::::::::::::::::::::::::=:::::::::::::::r::::=::rt::i:::::::::::::f::::i::::::::f :::::r:][:::::::::::i:: 
This section references affected items such as P&IDs or calculations/analyses, but they are generally not included in DCN package. 

DOCUMENT 
NUMBER 

05/17/93 
P:\8457\DCNS\ 

SHT/ REV 
PAGE NO DOCUMENT NAME · DESCRIPTION OF CHANGE 

NA 



951.3338. I 877 
1. REVISE SUBSECTION 3.3.1.A2 TO READ: 

"DRX AND SWX SYSTEMS FLUSHING VELOCITY SHALL NOT EXCEED 10 FPS BUT A MINIMUM OF 
4 FPS. FWX AND RWX SYSTEMS FLUSHING VELOCITY SHALL NOT EXCEED 15 FPS BUT SHALL 
BE A MINUMUM OF 10 FPS" 

2. DELETE 11 (METALLIC PIPING) 11 FROM SUBSECTION 3. 3 .1 

3. ADP II ( '"8'J1rl,...U ~ PIP lt-)q OtJL--Y) ,, AT a>D OF $V~~o-tJ 3 . 3 . I . A . s 
6,IC. 

;(ii~'\-

~ FLUOR DANIEL 

DESCRIPTION OF CHANGE 

U.S. DEPARTMENT OF ENERGY 
HANFORD WASTE VITRIFICATION PLANT 

REVISE FLUSHING REQUIREMENTS 

PREPARED BY: .• 

05/17/93 
P:\8457\DCNS\ 1 

; ... 

. -:-__. 

DESIGN CHANGE NOTICE 

BASE DOC. NO. B-595-C-A160 

SECT. 15061 
SHT/PG. 38 

·REV. 2 

DISCIPLINE: CIVIL 

,. ·,, . -; 
. ,; ,. 

REV PG 

0 .. . 3 


