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FACILITY STATUS CHANGE FORM 

Date Submitted: __ ,_ ~·;-;~~~ 19 !Area: . 200w 

~~ig~~t~-r-: _J_a_m_e_s_' ~~~~ry- _ _ . ___ ._IF~~ty!~: .252Zl 

Action Memorandum/Removal Action Work P!an: 

DOE/RL-2005-13 / DOE/RL - 2011-03 
----------

lcontro! Number: D4-PFP-134 =-J 
- - ----~I_P_t·_:o __ ne: 509--94?_-~ 

This form documents the status of facility decontamination, deactivation, decommissioning, and demolition operations or 
debris removai in accordance with the applicabie regulatory decision documents. 

Section ·1: Facility Status 

iZ] All D4 operations required by action memo complete. 
--===== === = ======-=-=~-·= =-==· -·--·---
Description of Completed Activities and Current Conditions; 
The 252Zl (Plutonium Finishing· Pla nt [PFP] North St-,bstation) was deac t ivated a:nd 
demol ished :i.n September 20 17 . The substation was el.ectrically isolated, an.d the 
stn1cture was demolished . Deactivation and demol i t i on activit i es included but were not 
1.i.mited to the f:-Jllowing ~ 

• I solation 0£ mechanical and electrical utiliti es 
• Removal of the substation. and disposal :ln the Envi ronmental Restorat i on Disposa.l 

1-'acility (E.RDF) 

~ Facility characterization 
• Removal of hazardous materials {draining of diele ctric fluid) 
• Inspection fer asbestos-containing material {.ACM) 

Be:-cyl lium o.ssessment to document that no bexyll:tum was present 
• Completion of act:i.ons requi,:-ed by DOE/RL -2015-39, .2015 , Plutoniv.m Pi11Jshing .Plant 

Compl ex Yar? ... and G~: o_;!:?ds E~dpoi~?~ -~~~.5=:1~~
0 
__ ':!_lec~lis:_1-.... ~':'.-.:.." O=== ====== 

Total 04 Cost for the Facility: 
$3,000 

-=--===== ••••• ••· • • · • · s·•. •· • · • • - ,--·, - ·-•--• - • 

S ... ctioni ~2: Underlying Soil Status 

[gi No waste :::ite(s) present No additional actions anticipated. 
D Documented waste site(s) present. Ciearaup and closeout to be addressed under a separate CERCLA Response 

Action. 
[] Potential waste site discovered during D4 opl:irations. Waste site ideniificatim1 number -=to be> assigned. Cleanup 

and closeout to be addressed under a separate CERCLA Response Action. 
-.-.-.. -. - - -"--- --~ -- ..:::.......:.: .. . : . ........,___ .... ---- --~- . - ----- - ~ ...:::::. , __ _. . . -- . .. ·- - --=-:::===::=c--:=c....:....;:.:=:.:...::-== .. >. ·-· ---· ·· -· ., .. .. 

Description of Current/A.s--Left Conditions: 
,.r-.., walkdown of the a.:t·ea was conducted where the st r ucture previously atood to confirm 
that demol ition was compl eted and waste was removed. 'I'he site has been appropriately 
posted according to radiological a nd occupat ional safet y requirements. Final 
radiological surveys will be con ducted followi ng demolition of ra.diol ogical f acilities 
within the PFP Compl ex . 

ll'i~-~tiflcation of Oocu·menteti Waste-Site(s-)-~,:·Nature of Potential Waste Site oisc~~ery (as applicable): . C. . . • . -

N/A. 
- • •---·• - ~•• _,._ _ _ .,.a _ _ ... - ~- • - ... _ _ - -·•-• •·••••·•·••,. ~ •·•••• •.•..-,.•·----- · ---•.•- •- - •~-,,.__ • .,.._ ...,~ ,. _ _. ,. .. ,. .. • ... ·-

Section 3: List of Attachments 

Attachment 1: Facil i ty Information 
i\t tachment 2 : Photographs 
Attachment 3: Supporting- In:Eormat :i.011 

-~ -----
/lfffn4!JS~ l£iYN0{3,._ ___ ____ . 

DOE~RL Print First and l.ast Name 

. . ;1 / -1/=,==~=-=··-=·-·-=-·--=-=· -·-=·-····~··· -- ·--·•··- ··,·.--.--.··-- ··~ 

...,_,, .•··'L. -:-- ~-:::..:._ / ______ {~{;t_ =· :?-~ / ·· 2AJ t '7 
'.Sig ature Date 

NOTE: The information on this form also satisfies the related DOE 430.1 B Facility Closeout Reporting Hequirement$. 
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FACILITY STATUS CHANGE FORM (continued) 

Date Submitted: 02/14/201 9 !Area: 200w I Control Number: D4-PFP-134 

Attachment 1: Facility Information 

Installed in 1948, the 2522-1 (PFP North Substation) was abutted to the north side of the PFP 234-52 Building. The 
facility's 600 ft2 size was based on the estimated 40- by 15-ft concrete slab (Figure 1 in Attachment 2 of this Facility 
Status Change Form [FSCF]). Also refer to drawing H-2-80249, 2015, Room and Door Numbers (Z-Plant Area Plan), 
Sheet 1, Rev. 59, for an overview of the facility. 

Characterization 

Table 1 summarizes the characterization information collected prior to demolition. 

Table 1. Summary of Characterization Information 

Type Documented In Results Summary 

Asbestos CWR-PFP-00031, 2017, Asbestos NESHAP The asbestos thorough inspection found no evidence of ACM 
Thorough Inspection Report at 252Zl PFP associated with 2522-1. 
North Substation, Rev. 0 

Beryllium BFA-B-20494-Rev0, 2015, 2522-1 was located on the north wall of PFP, well within the 
200W - 234-5Z - Plutonium Finishing Plant 100-ft demolition footprint of PFP, a beryllium controlled 

facility; therefore, 2522-1 was also managed as a beryllium 
controlled facility. 

Radiological Refer to Results Summary 2522-1 was located on the north wall of PFP, well within the 
100-ft demolition footprint of PFP, which is a radiologically 
contaminated facility; therefore, 2522-1 was also managed as a 
radiologically contaminated facility. 

Waste Disposition 

Demolition of the 2522-1 North Substation was performed under work package 22-17-01699. Demolition wastes were 
disposed at ERDF. 

Associated Waste Information Data System {WIDS) Sites 

No WIDS sites were associated with the 2522-1 North Substation. 

Anomalies Discovered During Demolition 

No anomalies were discovered during demolition. Soils around the slab displayed no visual evidence of staining or 
discoloration. 
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FACILITY STATUS CHANGE FORM (continued) 

Date Submitted: 02/14/201 9 I Area: 200w I Control Number: D4-PFP-134 

Attachment 2: Photographs 

Figure 1. 252Z-1 Pre-Demolition 

Figure 2. 252Z-1 Post-Demolition 
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FACILITY STATUS CHANGE FORM (continued) 

Date Submitted: 02/14/2019 I Area: 200w I Control Number: D4-PFP-134 

Attachment 3: Supporting Information 

The 252Z-1 substation is not specifically included in Table 1 ofHNF-22401, 2004, Plutonium Finishing Plant Complex 
End Point Criteria, NMS-16404, Rev. 0, but it is listed in DOE/RL-2005-13, 2005, Action Memorandum for the 
Plutonium Finishing Plant Above-Grade Structures Non-Time Critical Removal Action, Rev. 0. It was also included in 
DOE/RL-2015-39, Plutonium Finishing Plant Complex Yards and Grounds Endpoint Criteria Chee/dist, with two 
endpoint criteria being applicable. The following information is provided to document the actions associated with the 
endpoints. 

Endpoint 252Zl Action Documentation 

Y&GC-22 Remove miscellaneous above-grade Figure 2 in Attachment 2 of this FSCF provides photographic 
structures. evidence that all 252Z-1 related above-grade structures have been 

removed. 

Y&GC-29 Isolate and air-gap equipment identified Completion statement documenting review by a qualified engineer 
in the electrical isolation index. confirming that isolation and any necessary re-routing of power have 

been completed and that essential drawings have been updated. The 
following pages include the completion verification of hazardous 
energy isolations and applicable pages from the Verification of 
Hazardous Energy Isolation (VOHEI) report. 
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FACILITY STATUS CHANGE FORM (continued) 

Date Submitted: 02/14/201 9 I Area: 200w I control Number: D4-PFP-134 

From: Campbell, Duncan B 
Sent: Thursday, September 28, 2017 4:20 PM 
To: Dixon, Brian J 
Cc: Bentzinger, Jerold K; Alexander, Mark L 
Subject: RE: 252-2-1 Electrical Isolation 

Brian, 

Electrical isolations between the 25032 switchyard and 252-2-1 substation are documented in the attached VOHEI 
information (air gap of Disconnect Switches C8X65, C8X67 and C8X69). 
No rerouting of the 13.8 KV to non-PFP systems was required. 
Essential drawings have been downgraded to "REFERENCE11 drawings. 

Jerry Bentzinger said he probably can get you information on the MSA isolations to 25032 if you need it also. 

Let me know if you need anything else . 
Thanks, 

D11ncan Campbell 
CHPRC/Surveillance & Maintenance Engineering 
509-942-6665 

From: Dixon, Brian J 
Sent: Thursday, September 28, 2017 2:26 PM 
To: Campbell, Duncan B 
Cc: Dixon, Brian J 
Subject: 252-2-1 Electrical Isolation 

Duncan, 

I am working on PFP closure documentation and need your help on Complex-wide Endpoint 29: Isolate the PFP Complex 
electrical supply at a point minimizing dead legs. Re-route power to non-PFP systems within the complex. Update 
essential drawings to document as-left conditions. 

I have requested information from MSA about how they isolated 25032 from the grid. Can you help with information 
about 252-2-1? If I understand correctly the electrical isolation index and VOHEI describe how we isolated 234-52, 
234-52A, and 2912. What I need is an email from you addressing the following as they relate to the 252-2-1 substation: 

• Confirmation of electrical isolation; 

• Rerouting of power supply to non-PFP systems (I assume this was not necessary); 
• Essential drawings have been updated to document as left conditions (I assume no essential drawings remain if 

we are electrically isolated). 

Thanks for your help! Let me know if you have any questions. 
Brian Dixon 
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FACILITY STATUS CHANGE FORM (continued) 

Date Submitted: 02/14/201 9 I Area: 200w I Control Number: D4 - PFP-13 4 

VERIFICATIONS OF 

CHPR.C-03240, h-v. 4 
July 24. ?..Ol 7 
P~t of69 

HAZARDOUS ENERGY ISOLATIO.c FOR 
BU~flDrNGS 234-SZ, 234-SZA A~D 291 ... z 

Det9: 7. ~. l)_ 

234-5Z, 234-SZA. 291-Z VOHEI Rff 4 
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FACILITY STATUS CHANGE FORM {continued) 

Date Submitted: 02/14/2019 I Area: 200w 

P(IS27S) 
13.8KV 

Discomlect Switch C8X65 
(before) 

P(lS277) 
13.SKV 

Discon:ileet Swit.cb. CfOOS9 
(beio;:r,) 

234-!Z, 234-5ZA, 291..Z VOHBI Rev 4 
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I Control Number: D4-PFP-134 

CHPRC-03240, Rev. 4 
July 24. 2017 
h :jof6j 

P(IS276) 
13.81CV 

Discmmect Switch C8X6S 
(tiller) 

P(l5273) 
13.KY. 

DiscoJmcctSwitchC8Xu9 
(after) 
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FACILITY STATUS CHANGE FORM (continued) 

Date Submitted: o 2 / 14 / 2 o 19 I Area: 2 o ow 

P(1S382) 
~ Switch C8X67 

(Towa-) 
(Buildiq 234-SZ, Nmtll Sith) 

lfflm No. 1 ~fore) 

P (15304) 
Ulldetcmined Conduit 

Bufldina 291-Z 
(North .Bxferior Wall) 
Item No. 2 (before) 

234-SZ, 234•SZA, 291-Z VOHBI .Rcv 4 
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I Control Number: D4-PFP-.134 

CHPR.C-03240, Rev. 
Iuly.24, 2017 
Pll£C U of69 

P(15S26) 
Di3COnnect Switch C3X67 

(rower) 
(Buildmg 234-SZ, North Si@) 

Item No. t (dl.cr) 

P(ISSII) 
Undetmmined Conduit 

Building 291-Z 
(NOi'thB:dmorWt'III.) 

Item No. 2 (efl:er) 
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