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October 1998-September 1999 Soil Gas Monitoring Data Collection Form (SAF 899-033) 

SAMPLERS NAME: 
DATE: 01/25/00 M.A. Baechler 

ANALYZERS NAME: 

B&K SERIAL NUMBER: 1747619 AMBIENT PRESSURE: -0.01 in. w.c. at 0746 (time) M.A. Baechler 

STANDARD CONCENTRATION of 25.5 ppmv CCl4 analyzed as 25.8 ppmv at 1122 (time). 

STANDARD CONCENTRATION of 25.5 ppmv CCl4 analvzed as 26.5 oomv at 1210 (time). 

Differential Carbon Tetrachloride 
Chloroform MEK 

Methylene 
Water Vapor 

Pressure (ppmv) Chloride 

Location (Well or Probe)/feet bgs Zone Color Code (inches w.c.) Sampling Time Analysis Time "A" "B" (ppmv) (ppmv) {ppmv) (ppmv) 

- 1056 1146 <1 .0 < 1.0 < 1.0 < 1.0 9,930 
CPT-16/ 25 ft 2 blue 

- 1009 1140 2.91 < 1.0 < 1.0 2.07 9,640 
CPT-17/ 10 ft 2 blue 

- 1036 1142 2.78 < 1.0 < 1.0 < 1.0 10,800 
CPT-18/ 15 ft 2 white 

- 0950 1136 81 .6 < 1.0 < 1.0 1.88 9,270 
CPT-21A/ 45 ft 2 green 

- 0954 1138 141 138 < 1.0 < 1.0 2.23 9,360 
CPT-21A/ 86 ft 2 red 

- 1052 1144 1.20 < 1.0 < 1.0 1.03 10,100 
CPT-27/ 33 ft 2 red 

- 0942 1134 168 181 < 1.0 < 1.0 1.94 9,110 
CPT-28/ 87 ft 2 red 

- 1100 1148 38.1 < 1.0 < 1.0 2.71 9,830 
CPT-9A/ 60 ft 2 blue 

. - 0752 1124 4.06 < 1.0 < 1.0 1.06 7,830 
CPT-1A/ 35 ft 2 black 

- 0842 1132 2.25 < 1.0 < 1.0 < 1.0 8,490 
CPT-7A/ 32 ft 2 vellow 

- 0837 1130 1.14 < 1.0 < 1.0 < 1.0 8,360 
CPT-13A/ 30 ft 2 blue 

- 0759 1126 < 1.0 < 1.0 < 1.0 < 1.0 7,920 
CPT-30/ 28 ft 2 green 

- 0804 1128 3.82 < 1.0 < 1.0 < 1.0 7,910 
CPT-32/ 25 ft 2 green 

- 0748 1150 17.7 < 1.0 < 1.0 1.78 7,850 
W18-152/ 113 ft 2 
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October 1998-September 1999 Soil Gas Monitoring Data Collection Form (SAF 899-033) 

SAMPLERS NAME: 
DATE: 01/25/00 M.A. Baechler 

ANALYZERS NAME: 
B&K SERIAL NUMBER: 1747619 AMBIENT PRESSURE: -0.01 in. w.c. at 0746 (time) M.A. Baechler 

STANDARD CONCENTRATION of 25.5 ppmv CCl4 analyzed as 25.8 oomv at 1122 (time). 

STANDARD CONCENTRATION of 25.5 oomv CCl4 analyzed as 26.5 oomv at 1210 (lime) . 

Differential Carbon Tetrachloride 
Chloroform MEK 

Methylene 
Water Vapor 

Pressure (ppmv) Chloride 

Location (Well or Probe)/feet bgs Zone Color Code (inches w.c.) Sampling Time Analysis Time "A" "B" (ppmv) (ppmv) {ppmv) (ppmv) 

- 0900 1154 97.5 132 < 1.0 4.79 173 8,030 
W18-158U 123 ft 3 

- 0910 1156 104 109 < 1.0 < 1.0 4.36 8,280 
W18-167/ 123 ft 3 

- 0926 1158 106 110 < 1.0 :< 1.0 1.99 8,310 
W18-248/ 136 ft 3 

- 0815 1152 131 149 < 1.0 < 1.0 <1 .0 7,870 
IW18-249I134 ft 3 

- 1020 1200 366 400 < 1.0 < 1.0 4.82 9,610 
W15-217/ 115 ft 3 

- 1040 1202 14.4 < 1.0 < 1.0 2.61 10,400 
W15-9U 189 ft 6 

- 1045 1204 14.5 < 1.0 < 1.0 9.04 9,810 
W15-95/ 82 ft (Comment) 2 

- 1048 1208 19.0 1.89 < 1.0 21.4 9,680 
W15-82/ 82 ft 2 

DUPLICATE SAMPLE ANALYSIS 

W18-95 
- 1045 1206 14.4 <1 .0 <1.0 9.00 9,680 

BLANK 
1120 <1 .0 < 1.0 < 1.0 < 1.0 7,260 

BLANK 
1212 <1.0 < 1.0 < 1.0 1.01 7,880 

Comments: 
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October 1998-September 1999 Soil Gas Monitoring Data Collection Form (SAF B99-033) 

SAMPLERS NAME: 
DATE: 01/25/00 M.A. Baechler 

ANALYZERS NAME: 
B&K SERIAL NUMBER: 1747619 AMBIENT PRESSURE: -0.01 in. w.c. at 0746 (time) M.A. Baechler 

STANDARD CONCENTRATION of 25.5 ppmv CCl4 analyzed as 25.8 ppmv at 1122 (lime) . 

STANDARD CONCENTRATION of 25.5 ppmv CCl4 analyzed as 26.5 ppmv at 1210 (lime). 

Differential Carbon Tetrachloride 
Chloroform MEK 

Methylene 
Water Vapor 

Pressure (ppmv) Chloride 

Location (Well or Probe)/feet bgs Zone Color Code (inches w.c.) Sampling Time Analysis Time IIAII "B" (ppmv) (ppmv) (ppmv) (ppmv) 

Differential pressure transducer not functional. Discovered at CPT-28 and 
suspected during reading prior to that sample point. No differential 
pressure reading will be reported. 


