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1. ECN 1 9 7 2 8 6 

ENGINEERING CHANGE NOTICE 
Page 1 of 4 Proj • . · 

ECN · L-132-1-

2. ECN Cate1jory _(mark one) 3. Ori;inato~•s Name, Or;anization, MSIN, end Telephone No. 4. Date 

Supplemental Cxl F. Morales, KEH, E6-32, 376-5195 07/27/93 
Direct Revision Cl 
Change ECN [] 5. Project Ti_tle/No./Worlc Order No-. ·6. Bldg./Sys./Fec. No. 7. lai:,ect Level 

Teq,orary a L-132/CR1017/2721-EA /. -Standby Cl 
Supersedure [] · 1------'E-m..;..e..;..rg.._e_n_c...,v_.a.,Dr_a_i_n_f_i .;..e l_d __ --+ ___ 2 7.....;2~1_-_E_A __ -+-___ ....,;4-+-_'$.;;..C._--~--I 

Cancel/Void . O 8. Docwnt Nurbers Changed by this ECN 9. Related ECN No(s). 10. Related PO No. 

111. Modification Work 

[] Yes CfHl out Blk. 
11b) 

[] No CIIA Blks. 11b, 
Unknown 11c, 11d) 

(includes sheet no. and rev.) 

See Block 12 
11b. Work Packa;e 11c. Modification Work C01Tplete 

No. 

Cog. Engineer Si;nature & Date 
Unknown 

N/A N/A 
11d. Restored to ori;inal Condi· 
tion CT~. or Standby ECH only) 

Cog. Engineer Si;nature & Date 

12. Description of Change 

Document Humber Affected 
L-132-Cl, Rev 0 
H-2-817617, Sh 1, Rev 0 

\ 'SC.-3, 
-----i 

Description of Chanoe 

1) L-132-Cl, Rev 0 

A) Paragraph 3.2.5.3: · Delete this paragraph except for conductor color code table 
and -replace with the following paragraph: 

3.2.5.3 Paint or pressure-sensitive colored tape may be used for coding conductors 
instead of colored insulation on No. 8 AWG and larger wire for phase (ungrounded) 
conductors. and No. 4 AWG and larQer wire for neutral conductors and eauioment 

13a. Justification Criteria Change [] _ Desi;n lftt>rovement [X] Environnental . [] 
Cmarlc one) 

As·FOU"ld [] Facil itete Const. · [] Const. Error/Omission [] Design Error/0mission [X] 
13b. Justification Details 

.. 
~-(D~s.ign Im~rove·ment - · i\ein_·1_~)/ _. ~.:em will·· incorporate cost savfngs .to. design. 

(oe·s,gn Error/Omiss·1on·~·1tem ... fA, 2A): Items will incorporate conductor requirements 
. and eliminate redundant source. 

lt~tffbYslfiffBUrYo~\.de name, MSUI, ~ r· ~1ai-iJ~>(&l!' RELEASE STAMP 

'· 

I 
I 

I I 

Const Doc Cntl S2-53 C. M. Monasmi~ 
WHC DISTRIBUTION M. E. Riste 

Nl-30 
L4-90 
Nl-29 
S4-61 
Nl-30 
H6-30 
S2-12 
AS-18 

t;FFICIALRELEASE . ~-
. BYWHC · ~-~ Project Files Rl-28 J. A. Thornock 

C. L. Cooley -· R3-54 D. J. Tollefson 
D. A. Danch B4-40 K. S. Tollefson 
J. K. Epperley Rl-29 R. A. Vanbaalen 

DOE/F. D. Beard 
A·7900·013•Z CD6/92) GEF09S 

uATE AUG O 2 ·19(f~-
. ., ~,.-. . { - ~~ 

55 ~ 910~ 

"\:d:J90<>-o1J-1 ,o~y . 
~c' ~\ 
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ENGINEERING CHANGE NOTICE 

. · I 1 •. ECN (use no. fr.om pg. 1) 

15. Design· 
·veriffcation 
Required 

[] Yes 

. [X] No 

16. Cost Jrrpect 

ENG I NEER! NG 

Additional 

Savi_!'9s 
[x] 
Cl 

$600 
s 

·-
Additional 

Savings · 

Page 2 
.. 

CONSTRUCTION .. 

[] s 
[xl so 

of 4 L-132-1 
17. Schedule 

J~rovement 

Delay 

J~ct (days) 

18. Change Jrrpect Review: Indicate the related cloc:unents (other than the engineering docunents identified on Side 1) 
that will be affected by the change described in Block 12. Enter the affected docunent nuiber in Bloclt 19. 

SOD/DO [] $eiemc/Sb'eH Analysi1 [] Tank Cafibration Manual 
. -Functional Oe,ign Critari41 [] Snn/Oesign Report [] Health Physic, Procedu,-

Operating Specirlcation [] lntarf ace Control Dr11wing [] Spara, Multiple U nil Usting 

Criticality Spacifocaiion [] Calibration Procedure [] Tan Procedura~/Specification 

Conceptual Desi;;n Report [] lnstalla&ion Ptocadura [] Component Index 

Equipment Spec. [] Maintenance Ptocedu,- [] ASME Coded ltam 

Const. Spec. [] Engineering Ptocadura [] Human Factor Consideration 

Procurement Spec. .[] Operating lnstNc:tion [] Computer Sotrwa,-

Vendor Information [] Operating Proc.dure [] Electric Circuit Schedule 

OM Manual [] Operational Safety Requi,-ment [] ICRS 
0

Procadure 

FSAR/SAR [] IEFO Drawing [] Procau Contr0l Manual/Plan 

Safety Equipment Un []" Catt Arrangement Drawing [] Process Flow Chart 

Radiation Work _Peffi!lt [] Essential Matarial Specification [] f\lrchaH Requisition 

En.,;ronrnental Impact Statement [] Fae. Proc. Sarnp. Schedule [] 
En.,jronmental Report [] lnspaetion Plan [] 
En.,jronmental Permit [) lnvantory Adjustment Request [] 
19. Other Affected Docunents: (NOTE: Docunents listed below will not be revised by this ECN.) Signatures below 

indicate that the signing organization has been notified of other affected docunents listed below. 

[] 
[] 
[] · 
[] 
[] 
[] 
[]: 
[] 
[] 
[] 
[] 
[] 
[] 
[] 
[] 
[] 

Docunent NU!ber/Revision Doc:unent N1110er/Revision Docunent N1110er Revision 

20. Approvals 

Signature • Date Date 

-

OPERATIOHS AND EN~GINEERING 

Cog Engineer /~ 1'f/ · 
Cog.Mgr. , ~ 
QA . 

Signature 

ARCHITECT·ENG:NJER,_ /, . 

PE 'i?6-~~ 
QA/<.~ 
Safety ..:z:;/~~ 
Design 1[~ ~~ 

7--3D-ql 
7-.30-7 J 
7-.JD·<,$ 

E Safety · 

Security 

Environ. 

Projects/Programs 

Tant Yaste Remediation Syat1111 

facl l lties Operations · 

Restoration r. Remediation 

Operations Ir S~rt Services 

IRM 

Other · • ' 

A•7900·013•3 (06/92) GEF096 -

Environ. R L~ 
Other 

DEPARTMENT Of ENERGY 

Signature or letter No. 

. ADD I Tl OHAL 



? 
ENGINEERING CHANGE NOTICE CONTINUATION SHEET 

l) L-132-Cl, Rev O {cont) 

Page 3 of 4 

1. ECN 

L-132-1 

grounding conductors. Maintain phase color coding, in accordance with the following 
color code table, for branch and . feeder circuits up to.and including equipment 
connections. · 

B) Paragraph 2.3.2.2 . Change nwaterproof" to "weatherproof". 

2) H-2-817617, Sh 1, Rev 0 

A) Zone C4: Delete circuit to level control as shown on page 4. 

A•7320·036.2 (11/88) (EF) GEF094 
Engineering Change Notice ContirYJ11tlon Sheet 
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